
C ENTRU M NAU KOWO_BADAWCZH
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irn. Jozefa Tul iszkawskiego

PAŃSTWOWY |N§TYTUT BADAWCZY
05-420 Józefów kiOtwocka. ul. Nadwiślańska 213

BOP_PIR

cERTlFlcATE oF ADM|TTANCE
No.2L74l2OL4

Based on art.7 paragraph 2 ofthe Act of 24 August 1991 on fire protection
(Journal of Laws of 2009 No. 178, item 1380, with subsequent amendments)

Centrum Naukowo-Badawcze Ochrony Przeciwpożarowej im. Józefa Tuliszkowskiego

states that product:

Państwowy lnstytut Badawczy at the request of:

PULSAR K. Bogusz Sp. j.

Siedlec 150
32-7 44 Łapczyca, Poland

Power supply equipment for fire detection, fire alarm systems, smoke and heat
control sy§tem§ type EN54-2A17, EN54-2A17LCD, EN54-3A17, EN54-3A17LCD,
EN54-3A28, EN54_3A28LCD, EN54-5A17, EN54-5Al7LcD, EN54_5A28,
EN54-5A28lcD, EN54-5A40, EN54_5A4OLCD, EN54_7A17, EN54-7Al7LcD,
EN54_7A28, EN 54-7A28LCD, E N54-7A40, EN 54-7A4OLCD

PULSAR K. Bogusz Sp.j.
Siedlec 150
32-7 44 tapczyca, Poland

PULSAR K. Bogusz Sp.j.
Siedlec 15O

manufactured by:

in the manufacturing plant:

32-7 44 tapczyca, Poland

meets the requirements of: point 12.2 of annex to the Regulation of the Minister of the lnterior
and Administration of 20 June 2aO7 on the list of products used for ensuring
public safety or protecting health, life and property, and the principles
of issuing admittance to use these products (Journal of Laws No. 143,
item 1002), introduced by the amending ReguIation dated 27 April 2010
(Journal of Laws No. 85, item 553).

Documentation:
1, Application for the product admittance process number 2792/201-4 dated 10.02.2014.

2. Test report No. 652/8^/14 dated 25.06.2014 prepared by Zespół Laboratoriów Sygnalizacji Alarmu Pożaru
i Automatyki Pożarniczej BA CNBOP-PlB.

The certificate of admittance is valid under
in agreement No. 277 4 l DCICN B0P-Pl 8/2014.

the condition that the applicant fulfils the requirements defined

Validity period of the certificate of admittance:",{ until 29.07.2019

ACT|NF DlRECTOR oF CNBoP-PlB
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bryg. dr inż. Jacek Zboina
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: Replaces certificate of odmittance No. 2174/2a14 of 30.07.2014

DClD-21l03.10.2o11

This document was ońginally translated from Polish to English on 28 August 2014. ln case of conflict between the Polish ceńificate
of Admiltance and this translation, the Polish document shall be binding.
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PAŃSTWOWY IN§TYTUT BADAWSZY
05-420 Jozefow klOtwocka, ul Nadwiślańska 213

cERTlFlcATE oF ADM|TTANCE
No. 2174l2OL4

TECHNlcAL DATA lDENT]FYlNG THE PRODUcT
Power supply equipment for fire detection, fire alarm systems, smoke and heat control systems type

EN54-2A17, EN54_2A17LCD, EN54-3A17, EN54-3A17LCD, EN54-3A28, EN54-3A28LCD, EN54_5A17, EN54-5Al7LcD,
EN54_5A28, EN54-5A28LCD, EN54-5A40, EN54_5A4OLCD, EN54_7A17, EN54-7Al7LcD, EN54_7A28, EN54-7A28LCD,

ADDlTlONAL TERMS:

According to § 17 of the Regulation of the Minister of the lnterior and Administration of 20 June 2007 on the list
health, life and property, and the principles of issuingof products used for ensuring public safety or

admittance to use these products (Journal m 1002, with later amendments) a product should
be marked withthe marking of the adm umber of the certificate of admittance.
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DC|D-Z1lo3.1a,2011

This document was originally translated from Polish to English on 28 August 2014. ln case of conflict between the Polish Ceńificate
of Admilźance and this translation, the PoIish document shall be binding.
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Replaces certificote oI odmittlnce No. 2174/2014 of 30.07.201-4

EN54-7A40, EN54_7A4OLCD

Type EN54_2A17, EN54_2Al7LcD, EN54-3A,17, EN54-34l7LcD, EN54-3A28,
EN54_3A2BLCD, EN54_5A17, EN54_5Al7LcD, EN54-5A28, EN54_5A28LcD,

EN54-5A40, EN54-5A4oLcD, EN54-7417, EN54-74l7LcD, EN54-7A2B,
FNlM_7Arel an FŃąA-?LAń FN,Ę/ 7Aż^i an

Additiónal modtiles oótionźl |NTF |NTR |NTRF INTRW lNTljR lNTl 
' 

lNru FNil-l R4 FN54,1 Ra

opeEtin9 temperature 75 oc

lP r lP42

Dimensions (Length x Wdth x Hejght): 425 x 42o x 182 mm.42o x 42o x 1o2 mm

Main supply - supply Voltage 230 V Ac -15% +10'/o

EN54-2A17 * 0,5 A, EN5+2AI7LcD _ 0,5 A, EN54,3A17 _ 0,7 A, EN54-3AI7LcD _ 0,7 A,
EN54_3A28 _ 0,7 A. EN54-3A28LCD _ 0,7 A, EN54-5A1 7 _ 1,1 5 A, EN54-5A1 7LcD _ 1,15 A,

EN54-51ź8 _ 1,15 A, FN54-5A28LCD _ 1,15 A, EN54-5A40 - 1,15 A, EN54-5A4OLCD _ 1,15 A,
EN54-7A17 _ 1,6 A, EN54_7A17LoD _ 1,6 A, EN54-7A28 _ 1,6 A, EN54-7A28LCD _ 1,6 A,

EN54-7A40 _ 1.6 A- EN5ł_7A4oLCD _ 1,6 A
Power supply - Battery type 2 x 12 V Lead-acid technology made in AGM or gel technology
Maximum battefy €pacity tN54_2A1 / _ 18 Ah, tN54-:n1 /LolJ - 18 Ah, LN54-3A1 / _ ]a Ah, LN54-3A1 /LcD _ ,l8 Ah,

EN5+3A28 - 28 Ah, EN54_3A28LCD _ 28 Ah, EN54-5A17 * 18 Ah, EN54-5A17LCD _ 18 Ah,
EN5+5A28 - 28 Ah, EN54-5A28LCD - 28 Ah, EN54-5A40 _ 42 Ah, EN54-5A4OLCD _ 42 Ah,
EN54-7A17 _ 18 Ah, EN54-7A17LcD _ 18 Ah, EN54-7A28 _ 28 Ah, EN54-7A28LCD _ 28 Ah,

EŃ54_7A4o - 42 Ah EN54_7A40I cD _ 42 Ah

Battery óafge voltage in floating mode

Tempe€tule compensation in floating mode: Yes
Maxlmum curent of battery chargmg; EN54-2A17 _ l A. ĘN54_2Al7LcD - 1 A, EN54,3A17 _ 1 A, EN54-3AI7LcD _ 1 A,

EN54_3A28 _ 1,5 A, ENM_3A28LCD - 1,5 A, EN54-5A17 _ 1 A, EN54_5A17LCD _ 1 A,
EN54_5A28 _ 1,5 A, EN54-5A28LCD - 1,5 A, EN54-5A40 _ 2 A, EN54-5A4OLCD _ 2 A,
EN54-7A17 - 1 A. ENg-7Al7LcD _ 1 A, EN54-7A28 _ 1,5 A, EN54-7A28LCD _ 1,5 A,

EN54_7A40_2 A, EN54_7A4OLCD _ 2 A

ouĘui circuits - Enge of ouĘut voltage
22,o v = 21.6 v DC - tloatlng mode
1 \/:,7 A \/ na ^^ór.łi^^ łr^ń 

^.H
ouĘut circuits: number of ońputs 2

Maximal intemal resastan@ of the battery and eIffients ffinected to the battery cirait: 300 mo

Dry contact ońputs, [p6] (contac1 workload [A] / [V]) 4 (50mł3OV Dc)

Recommended types of €bles
mains supp|y
input / output ljnes
signal lines

cMY 3 x o,75 + 1,5 ffm '
HLGS2x1,5+2,5mm'
YnTKsYlx2x0.8mm'

FTP4x2x0,5cateooN5e
Functional class:

Enviaonmental class 2


